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August 17, 2021

Mr. Kevin Lawrence

Desert View Power

62-300 Gene Welmas Drive
Mecca, California 92254-0758

Subject: Quarterly CGA Units 1 and 2
Report Number: W002AS-006514-RT-2726

Dear Kevin:

This letter presents the results of the Continuous Emission Monitoring System (CEMS) quarterly
test audit conducted by Dave Wonderly of Montrose Air Quality Services, LLC (MAQS) on August
12, 2021. MAQS was contracted by Desert View Power to perform this audit. The program
consists of a Cylinder Gas Audit (CGA) for Units 1 and 2 on the NOx, CO, SOz, and Oz monitors
in accordance with EPA 40 CFR Part 60 Appendix F Section 5.1.2.

The CGA was comprised of challenging the entire unit CEMS as close to the tip of the probe as
possible with NBS traceable gases of known concentration. The gases were injected at the probe
through previously installed audit ports.

Two audit gases per monitor range were selected according to the requirements of Appendix F.
Each monitor was challenged by each of its two gases at three separate times. The accuracy was
calculated in two ways: (1) by the percent difference between the actual known gas concentration
and the average value read by the monitor; and (2) the difference in ppm from actual known gas
concentration and the average value read by the monitor. Results are shown in the attached
tables (Tables 1 and 2).

The results of the CGA demonstrate that the CEMS was operating within the EPA quality
assurance specification of either 15% accuracy or 5 ppm difference for all parameters. All data,
including gas bottle certifications and monitor response data sheets, are provided as an
attachment. If you have any questions or comments, please do not hesitate to call me at
(714) 279-6777.

Sincerely,

2N VA
Dave Wonderly ‘

Client Project Manager
Montrose Air Quality Services, LLC

Montrose Santa Ana Office Global Headquarters
1631 E. St. Andrew PI. 1 Park Plaza, Suite 1000
Santa Ana, California 92705 Irvine, CA 92614

T:714.282.8240 www.montrose-env.com T: 949.988.3500
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TABLE 1
CYLINDER GAS AUDIT RESULTS
UNIT 1
Desert View Power
August 12, 2021

Accuracy Difference Difference
Accuracy, Acceptance From Gas Value, Acceptance
Parameter % of Gas Value Criteria ppm Criteria Status*

SO, Low Range (mid span) -6.3% 15% -1.69 5 ppm Pass
SO, Low range (low span) 2.7% 15% 0.32 5 ppm Pass
NO, Low range {mid span} 2.0% 15% 1.08 5 ppm Pass
NO, Low range(low span) 1.7% 15% 0.42 5 ppm Pass
CO Low Range {mid span) -6.5% 15% -364 5 ppm Pass
CO Low Range (low span) -14.1% 15% -3.49 5 ppm Pass
O, (mid span) -2.4% 15% N/A N/A Pass
O, (low span) 0.9% 15% N/A N/A Pass
SO, High Range (mid span) 0.5% 15% 1.28 5 ppm Pass
SO, High Range (low span) 5.3% 15% 6.68 5 ppm Pass
NO, High Range (mid span) 1.2% 15% 3.46 5 ppm Pass
NO, High Range (low span} 1.8% 15% 2.37 5 ppm Pass
CO High Range (mid span) 0.1% 15% 037 5 ppm Pass
CO High Range (low span) 1.2% 15% 1.53 5 ppm Pass
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* Pass if accuracy less than 15% or within § ppm and O, accuracy is less than 16%



TABLE 2
CYLINDER GAS AUDIT RESULTS
UNIT 2
Desert View Power
August 12, 2021

Accuracy Difference Difference
Accuracy, Acceptance From Gas Value, Acceptance
Parameter % of Gas Value Criteria ppm Criteria Status*

S0, Low Range (mid span) 48% 15% 1.29 5 ppm Pass
SO, Low range {low span) 20.9% 15% 2.43 5 ppm Pass
NO, Low range (mid span) 0.9% 15% 0.49 5 ppm Pass
NO, Low range(low span) 6.7% 15% 1.68 5 ppm Pass
CO Low Range (mid span) -2.9% 15% -1.61 5 ppm Pass
CO Low Range (low span) 2.4% 15% 0.60 5 ppm Pass
O, (mid span) -26% 15% NA NA Pass
O, (low span) 1.1% 15% NA NA Pass
S0, High Range {mid span) 0.5% 15% 1.28 5 ppm Pass
S0, High Range (low span) 53% 15% 6.68 5 ppm Pass
NO, High Range {mid span) 1.2% 15% 3.46 5 ppm Pass
NO, High Range (low span) 1.8% 15% 2.37 5 ppm Pass
CO High Range (mid span) 0.1% 15% 0.37 5 ppm Pass
CO High Range (low span) 1.2% 15% 1.53 5 ppm Pass

* Pass if accuracy less than 15% or within 5§ ppm and O, accuracy is less than 15%
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CYLINDER GAS AUDIT

WORK SHEET
Client: Desert View Power Unit No: 1
Location: Mecca Data By: DW
Date: 8/12/2021
NORMAL RANGE
NOx ppm CO ppm SO2 ppm 02%
Reference Gas Point 1 Point 2 Point 1 Point 2 Point 1 Paint 2 Point 1 Point 2
Concentration 25 545 24.7 56 11.6 26.7 5.02 9.62
Replicate
1 2552 55.64 21.54 5274 10.44 24 99 5.02 9.38
2 25.29 55.66 21.17 52.35 12.41 25.68 5.08 9.40
3 25.46 55.45 20.92 52.00 12.90 24.36 5.09 9.40
Average 25.42 55.58 21.21 52.36 11.92 25.01 5.06 9.39
Difference, ppm 0.42 1.08 -3.49 -3.64 0.32 -1.69 n/a nfa
Accuracy 1.7% 2.0% -14.1% -6.5% 2.7% -6.3% 0.9% -2.4%
Client: Desert View Power Unit No: 1
Location: Mecca Data By: DW
Date: 8/12/2021
HIGH RANGE
NOx ppm CO ppm SO2 ppm
Reference Gas Point 1 Point 2 Point 1 Point 2 Point 1 Point 2
Concentration 1285 282 123.3 274 125 277.0
Replicate
1 130.09 284.75 124.26 27384 120.58 271.83
2 131.53 285.40 125.02 274.39 136.45 280.54
3 130.99 286.23 125.20 274.87 138.00 282.48
Average 130.87 285.46 124.83 274.37 131.68 278.28
Difference, ppm 2.37 3.46 1.53 0.37 6.68 1.28
Accuracy 1.8% 1.2% 1.2% 0.1% 53% 0.5%
Client: Desert View Power Unit No: 2
Location: Mecca Data By: DW

Date: 8/12/2021
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CYLINDER GAS AUDIT

WORK SHEET
NORMAL RANGE
NOx ppm CO ppm S0O2 ppm 02 %
Reference Gas Point 1 Point 2 Point 1 Point 2 Point 1 Point 2 Point 1 Point 2
Concentration 25 545 247 56 11.6 26.7 5.02 9.62
Replicate
1 28.33 55.18 27.00 54.55 15.05 28.27 5.04 9.36
2 25.82 54.71 24.45 54.31 13.63 27.88 5.09 9.38
3 25.90 55.07 24.45 54.32 13.41 27.82 5.10 9.36
Average 26.68 54 99 25.30 54.39 14.03 27.99 5.08 9.37
Difference, ppm 1.68 0.49 0.60 -1.61 243 1.29 n/a n/a
Accuracy 6.7% 0.9% 2.4% -2.9% 20.9% 4.8% 1.1% -2.6%
Client: Desert View Power Unit No: 2
Location. Mecca Data By: DW
Date: 8/12/2021
HIGH RANGE
NOx ppm CO ppm SO2 ppm
Reference Gas Point 1 Point 2 Point 1 Point 2 Point 1 Point 2
Concentration 1285 282 1233 274 125 277.0
Replicate
1 130.09 284.75 124.26 273.84 120.58 271.83
2 131.53 285.40 125.02 274.39 136.45 280.54
3 130.99 286.23 125.20 274.87 138.00 282.48
572
Average 130.87 285.46 124.83 274.37 131.68 278.28
Difference, ppm 237 3.46 153 0.37 6.68 1.28
Accuracy 1.8% 1.2% 1.2% 0.1% 5.3% 0.5%
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Client: Desert View Power Unit No: Boiler 182
Location: Mecca Data By: Dave Wonderly
Date:  8/12/2021
Instrument NOx ppm Low Range SO2 ppm Low Range 02 % CO ppm Low Range
Range 100 50 25 100
Gas Specification Point 1 Point 2 Point 1 Point 2 Point 1 Point 2 Point 1 Point 2
Min 20 50 20 50 4 8 20 50
Max 30 60 30 60 6 12 30 60
Units % FS % FS % FS % FS % 02 % O3 % FS % FS
Gas Requirement ppm NOx ppm NOx ppm SO2 ppm SO2 % 02 % 02 ppm CO ppm CO
Min 20 50 10 25 4 8 20 50
Max 30 60 15 30 6 12 30 60
Gas Used 5 54.5 1.6 267 502 2.62 247 56
% of Range 25% 55% 23% 53% 20% 38% 25% 56%
Status fo (528 K DK O OF (618 CK
Cylinder No. DT0009166 CC707445 DT0009166 CC707445 CC122662 DT0029935 DT0009166 CC707445
Instrument NOx ppm High Range S02 ppm High Range CO ppm High Range
Range 500 500 500
Gas Specification Point 1 Point 2 Point 1 Paint 2 Point 1 Point 2
Min 20 50 20 50 20 50
Max 30 60 30 60 30 60
Units % FS % FS % FS % FS % FS % FS
Gas Requirement ppm NOx ppm NOXx ppm SO2 ppm SO2 ppm CO ppm CO
Min 100 250 100 250 100 250
Max 150 300 150 300 150 300
CGas Used 128.5 262 126 277 123.3 274
% of Range 26% 56% 25% 55% 25% 55%
Status DK O K OK O CK
Cylinder No. CC74949 CC 169801 CC74949 CC169801 CC74949 CC169801
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Muking our plarer more produciive

DocNumber: 316818

Praxair Distribution, Inc.
5700 S. Alameda Street
Los Angeles CA 30058
Tel: 323-585-2154

Fax: 714-542-6689
PGVP {D:

F22020

CERTIFICATE OF ANALYSIS / EPA PROTOCOL GAS

G ke Vubnvmentinn

Certificate Issuance Date: 11/92/12020

il Date. 10/28/2020

,ﬂ!‘f‘g MONTROSE Praxair Order Number: 71487674 Lot Number: 70086030204
AT AR DS P Part Number: EY NICDOXES3-AS Cyfinder Styte & Dutlel: AS CGA 8D
Customer 1°Q Number: 79481395 Cyiinder Pressure and Voiume: 2000 psig 140 13

Montrose Air Quality Services, LLC
1631 E. St. Andrew PI.
Santa Ana, CA 92705

Certified Concentration

ProSpec EZ Cert

L ARH QUM i

Cylinder Number:

11/02/2028
CC122662

NIST Traceable

Expanded Uncertainty

10.01 % Carbon dioxide 20.5%
502 % Oxygen +05%
Balance Nitrogen

Certification Information:

Certification Date: 11/02/2020

Term: 96 Months

Expiration Date: 11/02/2028

This cylinder wes certified according to the 2012 EPA Traceability Protocol, Docurment #EPA-B00/R-12/531, using Procedure G1. Uncertainty above is exprossed as relative expanded
uncertainty at a tevet of confidence of approximately 95% with a coverage factor k = 2. 130 Not Use this Standard if Pressure is less than 100 PSIG.

CO2 responses have been corrected for Oxygen iR Broadening eftect. O2 responses have been corrected for COZ interforence.

Analytical Data:
4 Camponent: Carbon dioxide
Recuested Concentration: 10 %

Cerniffied Concentration 1001 %

{R=Reference Standard, Z=Zero Gas, C=Gas Candidaic )]

Reference Standard: Type / Cylinder #:
Concentration / Uncertainty:
Expiration Date

GMIS /1 CC134179
16.02 % 10.2B6%
07110/2022

instrument Used: Horiba VIA-510 S/N 20C194WK Traceable to:  SRM #/Sample #/ Cytinder #.  SRM 1675b / 8-F-51 / CAL(14538
Analyticai Method: NDIR SRM Concentration f Uncertainty: 13 983% / +0 034%
Las! Multipoint Calibratior:. 10/23/2020 SRM Expiration Dale. 05/18/2022

First Analysis Data: Date  11/622020 j Second Analysis Data: Date

Z. c R, 1602 c: 4a9.01 Conc:  10.0% | z: I¢] R: [4 C: 0 Conc: D

R: 16.02 Z: 0 C: 10.02 Conc:  10.02 R: 4] Z: 0 C: 0 Conc: O

z: 0 C: 1002 R: 16.03 Conc:  10.02 z: 0 C: ] R: o} Cong:

UCM: % Mezan Test Assay: 001 % UOM: % Mean Test Assay: LA

2 Camponent: Oxygen

Requested Concengation. 5 %

Type ! Cy\inderﬂft!
Concentration / Uncertainty

Reterence S!éndafd:

NTRM/ 3710010287
9.875 % +0.4%

Certified Concentration: 502 % Expiration Date: 11/18/2022
instrument Used OXYMAT 5E Traceable to:  SRM#/Sample #/ Cylinder # NTRM/ 170701 / NTRM DTQ010287
Analytical Method: Paramagnetic SRM Concentration / Uncertainty: 9.875% / 10,040%

Last Multipuint Calibration. 10/23/2020

SRM Expiration Date

11/18/2022

Analyzed 8y Jose Vasquez o
-

O - S.00
Covine)!

First Analysis Data: {5 Date 11022020 Second Analysis Data: Date
z ¢ R: 988 C: 562/ | conc: 502 z 0 R0 c 0 Conc: O
R @88 zZ: 3} C: 50 j’ Conc: 5GC3 R: 1] Z: 0 C: ¢ Conc: ©
z: 0 C: 503 R: 9.89 | Conc: 5.03 z: 0 c: 4 R ¢ Conc:
UoM: % Mean fs: Assay: 502 % UoM: % %

Certified By

4/ MONTROSE

AZ- 2 T

Montrose Air Quality Services, LLC

L VBT 64T
x' "‘ z ‘ z 1631 E. St. Andrew Pl.
Santa Ana, CA 92705

tm}‘hm.as been prepared at your request by gualified experts within Praxair Distribution, Inc. While we believe thal the information is accurate within the limils of the enalytica?
ouS employ:

meth 1S complete to the extent of the specific analyses performed, we make no warranty or representation as to the suitability of the use of the information for any purpose. The
nformatior is offered with the understanging that any use of the information is at the sole ciscrotion and risk of the user. In no event shall the Hability of Praxair Distribution, Inc.. arising out of the use
of the infarmation contained herein exceed the fee established for providing such information.
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Praxair Distribution, Inc.
5700 S. Alameda Street
Los Angeles CA 90058
Tel: 323-585-2154

Fax: 714-542-6689
PGVP ID: F22020

p4A PROTOCOL GAS

ZPRAXAIR

Making our planet more productive

DocNumber: 313364

A MONTROSE “F ANALYSIS / El

Certificate Issuance Date: 09/15/2020 Fili Date: 09/10:2020
Montrose A'r Quahty SeriC-eS LLC Praxair Order Number: 71427129 Lot Number: 70086026401
! Part Number: NI CD1905E-AS Cylinder Style & Outlet: AS CGA 500
1 631 E St Andrew PI Customer PO Number: 79419981 Cylinder Pressure and Volume. 2000 psic 13513
Santa Ana, CA 92705
Certified Concentration ProSpec EZ Cert
Expiration Date: 09/14/2028 NIST Traceable & .1'5_ D [m]
Cylinder Number: DT0029935 Expanded Uncertainty 3y
19.51 % Carbon dioxide +04%
9.62 % Oxygen 04 %
Balance Nitrogen
Certification Information: Certification Date: 09/14/2020 Term: 96 Months Expiration [Date: 09/14/2028

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-B00/R-12/531, using Procedure G1.
Do Not Use this Standard if Pressure is less than 100 PSIG.
CO2 responses have been corrected for Oxygen IR Broadening cffect. O2 responses have been corrected for CO2 interference.

Ana Iv"'ca[ Data‘- (R=Reference Standard, Z=2ero Gas, C=Gas Candidate}
1. Component: Carbon dioxide Reference Standard: Type / Cylinder #: GMIS / CC188344
Requested Concertration: 19 % Concentration / Uncestainty: 19.92 % 10.296%
Certified Concertration: 19.51 % Expiration Date: 02/20/2028
Instrument Used: Horiba VIA-510 S/N 20C184WK Traceable to:  SRM #/Sample # / Cylinder # RGM#CC28033 / N/A | RGM#CC 28033
Anatytical Method: NDIR SRM Concentration / Uncertainty: 19.67% / £0.04%
Last Multipoinl Calibration: 08/21/2020 SRM Expiration Date: 07/15/2021
First Analysis Data: Date 05/14/2020 Second Analysls Dﬁtaz Date
z: 0 R: 18.92 C: 1951 Conc: 19.51 z: 0 R: [’} C: 0 Conc: O
R: 1992 z: o] c: 1951 Conc: 19.51 R: ] 2: 0 C: 0 Conc: O
zZ: 0 C: 18.82 R: 1983 Conc: 19.52 z: o} C: 0 R: 0 Conc: O
uoM: % Mean Test Assay: 1951 % uom: % Mean Tast Assay: %
2. Component: Oxygen Reference Standard: Type / Cylinder #:. NTRM/ DT0010287
Reguested Concentration: 95 % Cencentration / Uncertainty: 9.875 % 10.4%
Certified Concentration: 962 % Expiration Date: 11/18/2022
Instrument Used: OXYMAT 5E Traceable to:  SRM # ! Sampie # / Cylinder #, NTRM/ 170701 / NTRM DT0010287
Analytical Method: Paramagnetic SRM Contentration / Uncertainty: 9.875% / £0.040%
Last Multipoint Calibration: 08/21/2020 SRM Expiration Date: 11/18/2022
First Analysis Data: ate 09/14/2020 Second Analysis Data: Date
r4 0 R: 988 C: 962 Corne: 9.61 r 4 0 R: 0 C: 4} Conc: ¢©
R: 9.88 z: ] c: 982 Canc:  9.61 R: 4] z: 0 c: ] Conc: ©
z 0 C: 963 R: 9.89 nc: 9.62 Z: 0 [ 0 R: 0 Conc: C
UoM: % Mean Test Agsay: 962 % UoM: % Mean Test Assay: %
/t;/l/’ld ZDC,éMdﬂ /;.tfm J
Certified By Jenna Lockman

Analyzed By Jose Vasauer 4

0, a1/
2 “ bl( \
0, YAS\

pT 60294385
EXP O -W -2 %

information contained herein has boen prepared at your request by qualified experts within Praxair Distribution, Inc. While we believe that the information is accurale within the limits of the analytica!
to of cific analyses performed, we make no warranty or representation as o the suitability of the use of the information for any purpose. The

£ ihe information is at the sole discretion and risk of the user. In no event shall the liability of Praxair Distribution. Inc., arising out of the use

ed for providing such information.
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Praxair
5700 South Alameda Street

Los Angeles, CA 90058
Tel:(323)585-2154 Fax:(714)542-6689
PGVP ID: 22018

g

DocNumber:

000119814

H . : Praxair Order Number: 70478952 Fill Date: 172612018
Montrose Air Quality Services, LLC _ port e _
1631 E St Andrew Pi Customer PO Number: NI CO125NSHE-AS
e ' Customer Reference Number: Lot Number:  7ppg6B02507
Santa Ana, CA 92705 dor Sy ond Outet 1. e eso
CO"’ ﬂ% '3 [ il Certified Concentration; Cylinder Pressure and Volume: 2000 psig 140 cu. f.
NO N 18 5- Expiration Date: 02/05/2026 NIST Traceable '
X . Cylinder Number: CC74949 Expanded Uncertainty:
S DL~ [25 0 123.3  ppm CARBON MONOXIDE £04%
1285 ppm NITRIC OXIDE t0.7%
CC 1 “'l ‘1 L'I q 125 ppm SULFUR DIOXIDE t10%
EXP-2-5-20b Balance  NITROGEN
F Z.ZO 18 NOxppm = 128.5 ppn NOX for Reference Only
emﬁcation Information: Certification Date .  2/5/2018 Term : 96 Months Expiration Date :  02/05/2026

This cytinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/631, using Procedure  G1.
Do Not Use this Standard if Pressure is less than 100 PSIG.

Analytical Data: {R=Referance Standard, 2=2ero Gas, C=Gas Candidsto)
1. Component. CARBON MONOXIDE Refarence Standard Type: GMIS
Requested Concenlration: 125 ppm Ref, Std. Cylircler #: CC243560
Certifiad Conceniration: 123.3 ppm Ret. Sud. Conc: 1022 ppm
Insinsnent Used: HORIBA, VIA510 576 B76 015 Ref. Std. traceable 10 SRM #: 1678c
Andyticast Method: NOIR SRM Sample #: 3145
Last Mutipoint Calibration: 0100212018 SRM Cylinder #: FF28533
Firat Anslysis Oata: Date: 01292013 Second Analysis Data: Date:
z o R q022 € 1234 Cone: 123.3 z b K ¢ ¢ o Cone: ]
[ H 102.3 Z: 0 [+H 1235 Conc: 123.4 R: ° z 0 c o Cone: o
z [} c: 1235 R: 1023 Conc: 1233 z o c: [ R 0 Conc: o
UOM: ppm Mean Test Assay: 1233 ppm UOM; ppm Mezn Test Assay: 0 ppm
2 - Component: NITRIC OXIDE Rufersnoe Stendard Typa. NTRM
Requasted Concentration: 126 pom Ref, Std. Cylinder #: CC338457
Cerlified Concentration: 128.5 ppm Ref. Std. Conc: 100.4 pom
Instrument Usad Themo Electron 421 SN 072602432C Rel. 8id. traceable to SRM #: 1684p
Analytical Method: Chemiluminescence SRMSampie #:  44.1.13
Last Multipoint Cakibration: 0172972018 SRM Cylinder #: FFO258
First Analysis Data: Date:  01720/2018 Second Analysis Data: Date: 400502018
z ¢ R 04 C 128.4 Conc: 1284 z o R 3004 © 129 Gone: 128.9
R 108 & o C 1283 Conc: 1283 R 4903 Z o G 1287 Cone: 1287
z: o G 123 R 1004 Conc: 1284 z . o ¢ ey R 1003 Cone: 128.7
UoM:  ppm MeanTestAssay: 1283 pom voM: o Mean TestAssey: 1268  ppm
3 . Component: SULFUR DIOXIDE Reference Standard Typs: NTRM
Requested Concentration: 125 pom Ret. Std. Cytinder # SA15531
Certified Cancentration: 125 ppm Ref. Std. Conc: 95.17 ppm
Instrument Used: HORIBA, VIA-510, 5203551011 Ref. Std. traceable to SRM #: 120702
Analytical Method: NDIR SRM Sample #. 12070204
Last Multipoint Calibration: 0172722018 SRM Cylinder #:
First Anslysis Data: Date: 017202018 Second Analysls Data: Date:  ga/05/2018
z: 0 R 952 c: §25.8 Conc: 1254 z: 0 R 5.2 c: 124.7 Cone: 124.7
R: %3 T o & 264 Conc: 4252 R 51 & 6 € q4s Conc: 1246
z o G 154 R 95.3 Conc: 125.1 z s € yus R 95.1 Cone: 124.7
uom: pom Mean Test Assay: 1253 pom UOM; pom Mean Test Assay: 1247 ppm
eeany Ny . I A
Analyzed by: ! 7 Certified by. i Tt -
Leeanna Rodriguez Quinn Hailes

information contained herein has been prepared al your request by qualified experts within Praxair Distribulion, ing. While we befieve that the information is acturate within the Himits of the analylical methods
employed and is cornpiste 1o ihe extent of the specified analyses performed. we make no warranty of representation as fo the suitabilily of the use of the information for any purpose. The nfurmation is offersd with
the undirstanding that any use of the inforrmation is al the sole discretion and risk of the user i1 no event shall the Hability of Praxair Distribution, . arising out of the use of the information contained herein exceed

the fee established for providing such inforznation k ) d .
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‘e Praxair
) ’::QPMXA’R 5700 South Alameda Street
R Los Angeles, CA 90058
- Tel:(323)585-2154 Fax:(714)542-6689
DocNumber. 000119815 PGVP ID: F22018
- " T N RL
L
R
- £ Praxair Order Number: 70478952 Fill Date:  1/25/2018
Montrose Air Quality Services, LLC Customer PO Number: Part Nurmber Ny CO2TSNSTE-AS
- 1631 E. St. Andrew Pl istomer Reference Number: LotWumber 70086802508
nder Style ano Cutisl: AS CGA 660
705 -
- Santa Ana, CA 92 Certified Concentration: Cyhnder Pressure ard VOlume: 2000 psig 140 ¢y M
CO- 2_7‘-{ pywn | Expiration Date: 0210672026 NIST Traceable
- Cylinder Number: CC169801 Expanded Uncertainty:

..J\/ pX- z 62 m 274 ppm CARBON MONOXIDE 07%
aSO‘L _ 2—-’ -’ ppm 282 pom NITRIC OXIDE £0.3%

277 ppm SULFUR DIOXIDE 206 %
149 90) Balance NITROGEN
- %_ _ NOx ppm = 282 ppm NOX for Reference Only
Cerlification Information:  Centification Date - 2/5/2018 Term: g5 Months Expiration Date . (2/05/2026

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-G600/R-12/531, using Procedure  G1.
Do Not Use this Standard if Pressure is less than 100 PSIG.

F220|

Analytical Data: (R=Reference Standard, Z=2er Gas, C=Gas Candidate]
1. Component: CARBON MONOXIDE Reference Standard Type. GMIS
Requested Conceniration: 275 ppm Ref. Std. Cylinder # 06243388
o Certified Concentration. 274 ppm Ref Std Conc: 248 5 ppm
instrument Used HORIBA, VIA-510 576 876 D15 Ret. Sid vaceabls to SRM # 26363
Anatytical Method: NDIR SRM Sampie # 57-E-28
hd Last Multipoint Catibration: 01/02/2018 SRAM Cylinder#.  £F23380
First Analysis Data: Date:  01/29/2015 Second Analysis Data: Date:
ol z 0 R: 2485 C: 275 Cone: 275 r4 o R: 0 c: o Cone: a
R: 2484 z: o C: 274 Conc: 274 R: o z: 0 c: ) Conc: o
i 2 < c 274 R: 2484 Conc: 274 z: [+ c: [} R: 0 Conc: 0
uom: ppm Mean Test Assay: 274 opm uowm; ppm Mean Test Assay: 9 ppm
b 2. Component: NITRIC OXIDE Reference Standard Type OMIS
Requested Concenlration 275 ppm Ref Sid Cylinder ¥ CO2744
i Certified Contentration 282 ppm Ref Std Conc: 263 2 ppm
instrument Used Themo Electron 42i /N 072602432C Ref. S1d traceable to SRM # 16850
Analytical Muthod. Chemiluntinescence SRM Sampie & 43-M.28
- Last Multipoint Calbration: 0172972018 SRM Cytinder ¥ FE20734
First Analysis Data: Date;  gyz022018 $Second Analysis Data: Date: 205702018
i z: o R: 263 C: 283 Conc: 283 z 0 R 253 C: 289 Conc: RO
R; 253 z: 0 C: 284 Congc: 284 R: 254 z ) C; 282 Conc: 781
- z: a C: 284 R: 253 Conc: 281 2: 0 C: 287 R: 254 Conc: 280
UOM: ppm Mean Test Assay: 283 ppm uoM: opm Mean Test Avsay: 281 pem
<y
3. Component: SULFUR DIOXIDE Reference Standard Type GMIS
Requested Concentration 275 ppm Ret St¢ Cylinder # CC121100
) Certified Conceniration: 277 pom Ret. 51d Conc: 495 4 ppm
instrument Used HORIBA, VIA-510, 5203551011 Ref Sic. traceable 10 SRM # 1661a
o Analytical Method: NDIR SRM Sampla # 04118
Last Multipoint Calibration 0472212018, SRM Cylinder # FF22304
First Analysis Data: Date:  g1/292018 Second Analysis Data: Date:  pomsnots
- z o R 454 C 2766 Canc: 277 z ¢ R 4gs4  C 276z Conc: 276
R: 4854 T ¢ C 2768 Cone: 277 R 4952 T o & 2186 Cone: 277
o Z: 0 C: 2766 R: 495 4 Cenc: 276 z: 2} C: 2766 R: 4952 Conc: 277
UOM:  ppm Mean Test Assay: 276 ppm uom:  pom Mean Test Assay: 277 pem
N P :
i - o, o : .
, K ecarn, } (3 4 , L et
o Analyzed by: o X L! Certified by: T -
{eeanna Rodriguez Quinn Hailes
o Information contained herein has been prepared at your request by qualified experts within Praxair Distribution, inc. While we believe that the mformation is accurate within the limits of the analytical metheds
employed and is complete to the extent of the specified analyses performed, we make no warianty or representation as to the suitability of the use of the information for any purpese. The information is offered with
the understanding that 2ny use of the information is at the sole discretion and risk of the user. In no event shall the liability of Praxair Distribution, Inc. arising out of the use of the Information contained herein exceed
il the fee established for providing such information. .
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ZZPRAXAIR
Malding our planet more productive
DocNumber: 361965

Praxair Distribution, Inc.
5700 S. Alameda Street
Los Angeles CA 90058
Tel: 323-585-2154

Fax: 714-542-6689
PGVP ID: F22021

ER

4 MONTROSE
Montrose Air Quality Services, LLC
1631 E. St. Andrew PI.
Santa Ana, CA 92705

Certified Concentration

Certificate tssuance Date: 02/01/2021
FPraxair Order Number: 32032487
Pari Number: NI CO25MNS11EAS
Customer PO Number: verbal: LUIS

Fitt Date: 01/19/2021
Lot Number: 708686101908
Cylinder Style & Outiet: AS LGA 860
Cylinder Pressure and Voime: 2000 psig 140 113

Expiration Date: 02/01/2024 NIST Traceable
Cylinder Number: DT0009166 Expanded Uncertainty
24.7 ppm Carbon monoxide + 0.1 ppm
24.9 ppm Nitric oxide 0.1 ppm
11.6 ppm Suifur dioxide 1 0.1 ppm
Balance Nitrogen
For Reference Only: NOx 25.0 ppm

Certification Information: Certification Date: 02/01/2021

Term: 36 Months Expiration Date: 02/01/2024

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/531, using Procedure G+, Uncerainly above is expressed as absclute expanded
uncertainty at a level of conficence of approximalsly 95% with a covarage facter k = 2. Do Not Use this Standard if Pressure is less than 100 PSIG.

Analvtical Data:

1. Component: Carbon monoxide

Requested Concentration: 25 ppm

Certified Concentration: 24.7 ppm

Instrument Used: Horiba VIA-510 S/N 43627980042
Anatytical Method: NDIR

Last Mullipeint Calibration: 12/29/2020

First Anatysis Data: Date  (1/25/2021
Z: 0 R: 245 C: 246 Conc: 246

R: 244 Z; 0 C: 247 Conc: 24.7

z: 0 C. 247 R: 246 Cone: 247
UOM: ppm Mean Test Assay: 247 ppm

2 Component: Nitric oxide

Requested Concentration: 25 ppm

Certified Concentration: 24.9 ppm

Instrument Used: Thermo Electron 42i-LS SIN 1030645077
Anslytical Method: Chemiluminescence

Lest Multipoint Calibration: 01/11/2021

First Analysis Data: Date 0112572021
Z 0 R 49 C. 249 Cone: 24,9

R: 49 Z: 0 c:. 25 Conc: 25

Z e C: 25 R: 488 Conc: 25

UOM: ppm Mean Test Assay: 25 ppm

Sulfur dloxids

Requested Concentration: 12 ppm

Cenlified Concentration: 11.8 ppm

instrument Used: Ametek 921CE S/IN AW-921-8321
Analytica: Method: UV Spectrometry

Last Mult:point Catibration: 01/11/2021

3. Component:

Fiest Analysis Data: Date 0142572021
z: 0 R: 50.7 C 15 Conc: 115

R:  50.7 z; 0 C. 116 Conc: 116

z 0 C: 1186 R 50.8 Conc: 116
UoM: ppm Mean Test Assay: 11.6  ppm

Analyzed By Henry Koung

AL‘J\ /
J

(R=Refarence Standard, Z=Zerc Gas, C=Cas Candidate}

Reference Standard: Type ! Cylincer #: GMIS / CC139413
Concentration / Uncertainty: 24.49 ppm 13.05 ppm
Expiration Date: 10/01/2028
Traceabig to:  SRM#/ Sample # / Cylincer #. SRM 26352 / 58-E-34 / FF10666
SRM Concentration / Uncertainty: 24.512 ppm / £0.029 ppm
SRM Expiration Date: 03/28/2021

Second Analysis Data: Date

z ] R: ¢ c: 0 Conc: ¢

R: 4 Z: 0 C: a Conc: ¢

FA c 0% R g 0’ Cone: ¢ “?"
UOM: ppm '.*g_“’ﬁ"' Assay: £ ﬁem f:

Lo o - 3
Referenco Standard: Type / Cylind?#:.GM&S / 830037997 % N Q."»‘"A
Concentration / Uncertainty, 48.95 ppm £0.21 ppm -

Expiration Date: 01/07/2029

Traceable to:  SRM#/ Sample #/ Cylinder #. PRM 1 C1765710.01 / APEX132432%

SRM ConoammbonmnainL 04 OP N £0.20 PPM Iy f-,
SRM ERpifation Datdy . 007022 Jo 3
Klfation Qaigy, 0ol : o :
Second Analysis Data: * Date  Gewd2001 |,
z 0 R: 49 C: 248  Cone: 249 -
R: 49 Z: @ C: 248 Conc: 248
2: 0 C: 249 R: 488 Conc: 249
. 1 3 A : = i
UoM: ppm . s ! !ﬂiﬁn 795(Assay:\"g€4:i) ;:po.m gw

A - 1
Reference Standard: Typd / Binadf &, GMIS 470026968 ? e EoE i
Concentration / Unnsnaimy? 6C.74 ppm £G.30 ppm *

. Expiration Date: 08/09/2023
Traceable to: SRM#/ Sampl%# i C'nder?; ?M 16937 7 Y6-N-31 ] FF 25454
y:

A Crce .
SRM Concemcatior’x’"\/ ulksrtain Q!pp(vu‘tﬁ,zs‘u ¥ 4“"' = 4 {‘,‘ &
1/04/20%8 3; 5,,‘72 RO

N
SKM?E_?;:%;! Dfb: .
Second Analysls Data: Date 02/101/2021
Z: G 11.8 Conc: 1186

R: 507 c: gy‘
R: 0.8 sl N6 g rfonc:  1G" K
Z \ ﬁ:t‘c‘#w‘&‘”“ 3 wms ", Cone: g1.5°¢} " ’
i I ¥ §

.

yom; Mean T;;f&say: 1160 ppm‘*

Ceriified By Leeanna Flores

Lo 2 -10 - tozy

Iformalion contained herein has beer preparad at your request by qualified expgrts within Praxair Distribution, Inc, While we believe that the information is accurate within the fimits ‘of the analytal

mathods employed and is compilete to the extent of the specific analyses

d, we make N0 warranty of representation as fo the suitabilily of the use of the information for any purpose. The

information is offered with the understanding that any use of the information is at the sofe discretion and risk of the user. in no event shall the liability of Praxair Distribution, Inc.. arising out of the use

of the information contained herein exceed the fes established for praviding such information.
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Praxair Distribution, Inc.
5700 S. Alameda Street
Los Angeles CA 90058
Tel: 323-585-2154

Fax: 714-542-6689
PGVP ID: F22021

CERTIFICATE OF ANALYSIS / EPA PROTOCOL GAS

ZZPRAXAIR

Malang our planet more productive
DocNumber: 362780

,/! M (} f‘\} Af gi\} ;‘9 }:' Certificate issuance Date: 02/09/2021 Eilf Date: 01726/2021
"o T . e Praxair Order Number: 32032487 Lot Number: 70086102602
Part Number: NI CO55MNS10EAS Cylinder Style & Outiel. AS CGA 651}
Montrose Air Quality Services, LLC Customer PO Numbar: VERBAL: LUIS Cylinder Presstirs and Volume: 2000 psig 140 #3

1631 E. St. Andrew Pl.
Santa Ana, CA 92705

Certified Concentration ProSpec EZ Cert
Expiration Date: 02/09/2025 NiIST Traceable g F.;g ‘.-
Cylinder Number: CC707445 Expanded Uncertainty YA

56.0 ppm Carbon monoxide + 0.2 ppm

54.3 ppm Nitric oxide 0.2 ppm

26.7 ppm Suifur dioxide +0.2 ppm

Balance Nitrogen

For Reference Only: NOx 54.5 ppm
Certification Information: Certification Date: 02/09/2021 Term: 48 Months Expiration Date: 02/0$/2025

This cylinder was certified according to the 2012 EPA Traceabillty Protocol, Document #EPA-800/R-12/631, using Procedure G1. Ungertainty above is expressed as absolute expanded
uncertainty at a level of confidence of approximately 95% with a coverage factor k = 2. Do Not Use this Standard if Prassure is fess than 160 PSIG.

A na’vﬁca ! Data: (R=Reference Standsrd, Z=Zero Gas, C=Gas Candidals)
1.  Component: Carbon monoxide Refsrence Standard: Type / Cylinder #. GMIS / SA6217
Requested Concertration: 55 ppm Concentration / Uincertainty: 48.8 ppm £0.1 ppm
Certified Concentration: 56.0 ppm Expiration Date: 06/07/2026
instrument Used: Horiba VIA-510 S/N 43627930042 Traceable to: SRM#/ Sampie #/ Cylinder #: SRM 1678c¢/ 04-L-41/ FF18402
Analytical Method: NDIR SRM Concentration / Uncertainty: 48.138 ppm / +0.065ppm
Last Multipoini Calibration: 01/29/2021 SRM Expiration Date. 02/04/2021
First Analysis Data: T "Date  02/02/2021 Second Analysls Data: Date
Z: [ R: 488 C: 859 Conc: 559 z 0 R: [} C: 0 Cone: 0
R: 487 z: Q C: 561 Conc: 561 R: o] z 0 C: G Cone: 2
z: 0 C: 56 R: 488 Conc: 56 z: 0 C: Q R: 4] Conc: ©
UOM: ppm Mean Test Assay: 56 ppm UOM: ppm Mean Test Assay: ppim
2. Component: Nitric oxide Reference Standard: Type { Cylin 2MIS / OT! 7
Requested Concertration: 55 ppm Concentration / Uncertal iﬁz 21 ppm O
Certified Concentration:  54.3 ppm Expiration D#e: 0¥ s )
instrument Used: Thermo Electron 42i-LS S/N 1030645077 Traceable to: SRM# / Sample # / Cylinder . PRM / C1765710.01 j APE24323
Analytical Method: Chemitluminescence SRM Concentratien / Uncertainty: 50.04 PPM 1+0.28 PPM
Last Multipeint Calibration: 01/11/2021 SRM Expiration Date: pory. - ”y.
First Analysis Data: Date  02/02/2021 Second Analysis Data: Date i
z: 0 R: 49 C: 542 Cone:  54.2 z: 0 R: 48 C: 545 Conc: 545 -
R: 49 Z: 4} C: 543 Conc: 543 R: 489 z 0 ¢ : Conc: 544 o
z 0 c: 543 R: 489 Conc: 543 z 0 C: 545 iy aConc: t
g £ |
UOM: ppm Mean Test Assay: 542 ppm UOM: ppm Mean Test Assay: ,’ J‘"
3. Component: Sutfur dioxide Refarence Standard: Type { Gyl . GRS/ DT0028968 ‘
Requested Concentration: 27 ppm Concentration / U . 30 @ 4 Q{? .
Certified Concentration: 26.7 ppm Expi CH EAE ;#“"
Instrument Usad: Ametek 921CE S/IN AW-921-8321 Traceable to: SRM#/ Sampie # { Cylinder # SRM 18934/ 96-N-31 / FF25488
Analytical Method: UV Spectrometry SRM Concentratien / Uncerlainty. 50.21 ppmi/ 20.268 ppm
Last Multipoint Calibration: 01/11/2021 .
First Analysls Data: Date  02/02/2021
Zz: 0 R: 507 C: 266 Conc: 26.6
R: 507 Z: 0 C: 267 Conc: 26.7
Z 0 C: 287 R: 506 Cone: 267
uom: ppm Mean Test Assay: 26.7 ppm
v S By B ;
Analyzed By Henry Koung Certified By Leeanna Figres

o 1lS sty

Information contained herein has been prepared at your request by quahfied experts within Praxair Distribution, Inc, While we believe that the information is accurate within the smits of tre analyticat
mathods smployed and is complete to tha extent of the specific analyses performed, we make NO warranty or representation as 1o the suitabilily of the use of the information for any purpose. The
information is oftered with the understanding that any use of the information is at the sole discration and fisk of the user. In no event shall the liability of Praxair Distribution, inc.. arising out of the use
of the information contsined hereir exceed the fee established for providing such information.
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CYLINDER GAS AUDIT

WORK SHEET
CeDAR 1-Minute Data
Data for 8/12/2021 12:52 PM thru 8/12/2021 2:15 PM
(Boiler 1) (Boiler 1) (Boiler 1) (Boiler 1) (Boiler 2) (Boiler 2) (Boiler 2) (Boiler 2)
NOx ppm SO2ppm COppm 02%1- NOxppm SO2ppm COppm O2% 1-

Timestamp 1-Min 1-Min 1-Min Min 1-Min 1-Min 1-Min Min
8/12/2021 12:52 25.62 8.56 21.24 0.58 26.06 14.12 24.63 0.1
8/12/2021 12:53 25.55 9.97 21.52 0.04 26.06 14.22 24.53 0.06
8/12/2021 12:54] 2552 10.44 21.54] 0.02] 28.33 15.05 27| 0.05
8/12/2021 12:35 48.57 17.87 453 0.01 53.95 26.67 53.38 0.04
8/12/2021 12:56 55.69 23.32 52.72 0 54.92 28.05 54.36 0.03
8/12/2021 12:57 55.65 245 52.71 0 54.94 28.26 54.52 0.03
8/12/2021 12:58]  55.64 24.99 52.74] ] | 55.18 28.27 54.55] 0.03
8/12/2021 12:59 45.16 22.5 41.98 0 35.91 19.45 34.93 0.03
8/12/2021 13:00 254 13.93 21.53 0 25.25 14.23 24.66 0.03
8/12/2021 13.01 25.73 12.87 214 0 25.95 13.8 2455 0.03
8/12/2021 13:02 25.19 12.58 21.31 0 26 13.81 24.53 0.02
8/12/2021 13:03[ 25.29 12.41 21,17| 0[ 25.82 13.63 24.45| 0.02
8/12/2021 13:04 28.09 13.08 24.49 0 36.38 18.33 35.49 0.02
8/12/2021 13:05 54.7 2275 51.36 0 54.87 27.23 54.26 0.02
8/12/2021 13:06 55.58 253 523 0 54.97 27.76 54.33 0.02
8/12/202113:07)  55.66 25.68 52.35) ]| 54.71 27.88 54.31] 0.02
8/12/2021 1308 54.3 26.08 51.31 0 47.07 24.44 46.42 0.02
8/12/2021 13:09 28.05 16.72 23.46 0 26.11 14.32 24.67 0.02
8/12/2021 13:10 25.22 13.65 20.95 0 25.72 13.75 24.48 0.02
8/12/2021 13:11] 2546 12.9 20.92] 0] 25.9 13.41 24.45] 0.02
8/12/2021 13:12 26.23 12.69 21.54 0 32.11 16.26 31.06 0.02
8/12/2021 13:13 52.23 22.69 48.83 0 55.06 26.88 5411 0.02
8/12/2021 13:14 55.62 24.57 51.97 0 54.96 27.59 54.32 0.02
8/12/2021 13:15 5545 2436 52| ] | 55.07 27.82 54.32| 0.02

8/12/2021 13:16 61.16 33.71 57.51
8/12/2021 13:17 126.4 97.48 12093
8/12/2021 13:18 12969 11239  124.02
8/12/2021 13:19 12984 117.22 124.1 12797  122.58  129.34 0.02
8/12/2021 13:20]  130.09  120.58 124,26} 127.93 123.31  129.24] 0.02

0 79.96 58.84 80.05 0.02

0

0

0

of
8/12/2021 13:21 131.78  124.03 125.77 0 15292 15167 15447 0.02

0

0

of

0

0

0

127.75 117.62  128.77 0.02
127.65 12124 129.02 0.02

8/12/202113:22 26022 23044 2515 276.61  263.66  277.89 0.03
8/12/202113:23 28396  265.17  273.63 279.33 27131 279.96 0.03
8/12/2021 13:24]  284.75  271.83  273.84) 27935 273.52  280.26) 0.03
8/12/2021 13:25 285 27697 2742 279.81 2752 28053 0.03
8/12/2021 13:26 25767 2527 24725 207.55  205.98  208.03 0.03
8/12/2021 13:27 13416  150.86 12731 12942 13387 130.54 0.02

8/12/2021 13:28  131.89 139.6 12517 0 12913 130.52  130.37 0.02
8/12/2021 13:29] 131.53 136.45  125.02] o] 12873 128.99 130.21] 0.02
8/12/2021 13:30 14516 14876 13836 0 179.14 17958 18126 0.03
8/12/2021 13:31  278.66 2568  268.05 0 27941 27025  280.05 0.03
8/12/2021 13:32 28495 27439  274.09 0 27991 27496  280.66 0.03
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CYLINDER GAS AUDIT

WORK SHEET
8/12/2021 13:33] 2854  280.54  274.39] o 280.17 276.09 280.94]  0.03
8/12/202113:34  272.71  271.06  261.69 0 22665 22412 22751 0.03
8/12/202113:35 13891  160.39 1317 0 1297 13613 1312 0.02
8/12/202113:36  131.83  143.37 12536 0 12915 131.54  130.59 0.02
8/12/2021 13:37  131.65 13993 12522 0 12902 12997 1306 0.01
8/12/2021 13:38]  130.99 138 125.2) of 12866 12923 13039  0.02
8/12/2021 13:39  142.08  146.61 13549 0 17563 176.58  177.91 0.02
8/12/2021 13:40  277.84 25806  267.19 0 2794 27035 280.45 0.03
8/12/2021 13:41 28571 27593 27431 0 28016 27518 281.12 0.03
8/12/202113:42  285.77 28141  274.63 0 280.54 276.68 2814 0.03
8/12/2021 13:43]  286.23  282.48  274.87} o] 280.65 277.91 28154  0.03
8/12/2021 13:44  262.08  264.34  249.57 042 18374 1857  184.28 121
8/12/2021 13:45 1472 61.58 9.09 4.1 515 23.85 7.63 4.75
8/12/2021 13:46 269  26.18 0 5.01 365 14.02 5.49 5.04
8/12/2021 13:47 238  17.88 0 3.32 10.39 4.73
8/12/2021 13:48 257 1431 0 5.35 4.8 9.9 6.33 5.98
8/12/2021 13:49 321 1231 0 8.49 3.46 7.87 6.16 9.08
8/12/2021 13:50 2.23 9.27 0 9.36 3.31 6.6 5.72 9.36
8/12/2021 13:51 2.18 7.77 o938 318 5.65 539[ 936]
8/12/2021 13:52 1.74 6.49 0 8.99 2.81 4.91 4.37 8.33
8/12/2021 13:53 0.81 5.15 0 5.83 2.05 4.08 3.11 5.31
8/12/2021 13:54 0.37 4.31 0 1.97 3.62 3.03
8/12/2021 13:55 0.56 3.94 0 5.17 2.27 3.46 3.17 5.55
8/12/2021 13:56 1.04 3.76 0 7.98 2.7 3.61 4.79 8.74
8/12/2021 13:57 1.41 337 0 9.38 2.91 3.21 4.66 9.37
8/12/2021 13:58 1.48 3.12 0 2.96 3.09 4.59
8/12/2021 13:59 1.3 2.85 0 9.41 2.96 2.89 4.49 9.25
8/12/2021 14:00 0.83 2.23 0 7.36 2.12 242 2.83 6.32
8/12/2021 14:01 0.19 1.8 0 511 1.99 2.14 2.61 5.1
8/12/2021 14:02 0.52 1.54 0 1.98 2.01 2.63 5.1
8/12/2021 14:03 0.57 1.42 0 545 1.92 2.11 3.2 6.08
8/12/2021 14:04 1.16 1.61 0 8.6 25 2.19 437 9.14
8/12/2021 14:05 1.06 1.59 0 9.39 2.04 2.22 436 9.38
8/12/2021 14:06 1.11 1.42 0 9.4 2.62 2 4.17 9.39
8/12/2021 14:07 1.08 1.36 0 5.1 225 4.17
8/12/2021 14:08 25.5 4.1 0 927  31.03 451 3.45 9.27
8/12/2021 14:09  27.83 3.95 0 951 2839 3.79 3.5 9.45
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Desert View Power
3Q21 Units 1 & 2 CGA

THIS IS THE LAST PAGE OF THIS DOCUMENT

If you have any questions, please contact one of the
following individuals by email or phone.

Name:
Title:
Region:
Email:
Phone:

Name:
Title:
Region:
Email:
Phone:

WO002AS-006514-RT-2726

Mr. Dave Wonderly

Client Project Manager

West
DWonderly@montrose-env.com
(714) 279-6777

Mr. Matt McCune

Regional Vice President

West
MMccune@montrose-env.com
(714) 279-6777

15 0f 15 M MONTROSE

ATR QUARITY SERVICES



. « [ - .
Dresert View Power, Ine. an affifiae of

() Greenleaf

Y POWER

August 23, 2021
DVP-210017

Enforcement and Compliance Assurance Division
U.S. Environmental Protection Agency, Region 9 75 Hawthorne Street
San Francisco, CA 94105

Subject: Desert View Power Inc. 3rd Quarter CGA test results 2021

SCAQMD FILE # 100154
Permit No. CB-ROP 05-01

NSR 4-4-11; SE 87-01

Dear Sir:

In compliance with our permit, enclosed is the 3rd Quarter Cylinder Gas Audit (CGA) results
for 2021, for Desert View Power Inc. The enclosed CGA was performed on August 12, 2021.

If you have questions or comments, please feel free to call me at (760)-262-1682.

Plant Manager Greenleaf Power

enclosure

62-300 Gene Welmas Dr | Mecca, CA 92254
(760)396-2554




’ - v
Dresert View Power. Inc. anatfiliare of

() Greenleaf

u

POWER

cc: Chief, Industrial Strategies Division California Air Resources Board

P.O. Box 2815 Sacramento, CA 95814

Air Pollution Control Officer

Attn: Mr. Jack Cheng, AQAC Supervisor
SCAQMD File # 100154

South Coast Air Quality Management District
21865 E. Copley Drive

Diamond Bar, California 91765-4182

62-300 Gene Welmas Dr I Mecca, CA 92254
(760)396-2554
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